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NOTES:

1. See Standard Specifications Section 7-08.3(3) for pipe zone

back fill.

2. Trench width shall be as specified in Section 2-09.4 of the

Standard Specifications.

3. For sanifary sewer insfallation, concrete pipe shall be bedded

to spring line.
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PIPE ARCHES

CLEARANCE BETWEEN PIPES
FOR MULTIPLE INSTALLATIONS

MINIMUM
PIPE SIZE DBI ESTTWAENECNE
BARRELS

300 to 600 300

CIRCULAR PIPE 750 to 2400 DIA/2

(DTAMETER) 2550 to 4500 1200

o anc 450 to 900 300
METAL ONL Y 1075 to 3550 SPAN/3

(SPAN) 3700 fo 5000 1200

ALL DIMENSIONS ARE IN MILLIMETERS
UNLESS OTHERWISE NOTED

PIPE ZONE BEDDING
AND BACKFILL

STANDARD PLAN B-11
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